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Dry Cooler Minimum Efficiency 

A minimum efficiency for axial fan, air cooled fluid coolers, better known as dry coolers, 
should be added to Table 110.2 G along with CTI ATC-105DS, Acceptance Test Code 

for Dry Fluid Coolers, as the test standard. ATC-105DS should also be added to the 
reference standard section. 

Additional submitted attachment is included below. 




